UPDATED: 7 April 2004
BREATHING AIR REDUCING STATION (BARS)
FOR USS ________________

Date:____________

REF: 
(A) PMS 5519/021-12 BARS 


(B) S5100-AK-MMA-010


(C) APL 99A10003


(D) Posted Procedures on case
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	SAT/
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	SERIAL NUMBER


	
	
	

	A. INSPECT BARS UNIT:
	
	
	

	1. Case in good working order?
	
	
	

	2. Unit in good working order?
	
	
	

	3. Are gages calibrated? (Every 18 months)
	18M-1R
	
	

	4. Is relief valve tested and within test dates? (Every 36 months)
	36M-1R
	
	

	
	
	
	

	SERIAL NUMBER
	
	
	

	B. OPERATIONAL TEST:
	
	
	

	1. Fill SCBA unit from the SAR/SCBA GFE Equipment.
	Ref. (B) & (C) 
	
	

	2. Regulator operates properly?
	Ref. (B) & (C)
	
	

	3. Did the BARS fill the SCBA?  (3000psi)
	
	
	


	REMARKS:

	

	

	

	

	

	

	

	

	

	

	

	


ASSESSOR(S):____________________ ____________________DATE: _________________
